Variable refrigerant flow (VRF) systems are one possible tool to meet the objective that all new buildings must be nearly zero-energy buildings by 31 December 2020. Building Information Modelling (BIM) is a methodology that centralizes building construction project information in a digital model promoting collaboration between all its agents. The objectives of this work were to develop a more precise model of the VRF system than the one available in EnergyPlus version 8.9 (US Department of Energy) and to study the operation of this system in an office building under different climates by implementing the building energy simulation in an Open BIM workflow. The percentage deviation between the estimation of the VRF energy consumption with the standard and the new model was 6.91% and 1.59% for cooling and heating respectively in the case of Barcelona and 3.27% and 0.97% respectively in the case of Madrid. The energy performance class of the analysed building was A for each climatic zone. The primary energy consumption of the office building equipped with the VRF system was of 65.8 kWh/(m 2 ·y) for the Mediterranean climate of Barcelona and 72.4 kWh/(m 2 ·y) for the Continental climate of Madrid.
Introduction
In Spain, 31.1% of the final energy consumption takes place in buildings [1] . The 2010 Energy Performance of Buildings Directive (EPBD) [2] is the European Union's (EU) main legislation covering the reduction of energy consumption and the use of energy from renewable sources in the buildings sector. The objective that all new buildings must be nearly zero-energy buildings by 31 December 2020 is established in article 9 of the EPBD.
The EPBD lays down requirements as regards building elements that form part of the building envelope when they are retrofitted or replaced and technical building systems whenever they are installed, replaced or upgraded. The architectural, engineering and construction (AEC) industry is increasingly focusing its attention on the building envelope as part of the Heating, Ventilating and Air Conditioning (HVAC) system [3] . An integrated approach between architects and engineers can reduce heating and cooling loads.
The EPDB also states in its Article 6 that high-efficiency alternative systems such as heat pumps should be considered and taken into account. VRF heat pumps are specified for any type of commercial construction projects that require high flexibility. Buildings with diverse, multiple zones requiring individual control (office buildings, schools, hotels) are all good candidates [4] . VRF systems were reported as one of three most efficient systems when comparing different technologies installed in Europe, as well as one of the systems with the highest cooled floor area in commercial buildings such as offices and hotels [5] .
As a recommendation, the EU provides reference intervals for primary energy consumption (kWh/m 2 /y) for different climates [6] . The characterization of the climatic zones can suggest the suitability of certain technologies in the design of buildings [7] .
VRF systems, usually condensed by air are located mainly in climatic zones characterized by mild outdoor dry-bulb temperatures (although current technology allows the use of these heat pumps in more severe climatic conditions). However, heat pumps driven by other energy sources could be more suitable for different climatic conditions such as geothermal heat pumps for the climatic conditions of Northern Europe because the soil can provide a higher temperature for heating and lower temperature for cooling than air [8, 9] .
High-performance buildings increasingly emphasize occupant thermal comfort. This is determined by thermal indoor conditions (dry-bulb temperature, humidity, air velocity and radiant temperature), combined with occupant activity and clothing. The selection of a design dry-bulb temperature involves both comfort and energy considerations. A relative high design cooling condition (26 • C) may help conserve energy; while a lower one (22 • C) may maximize the number of satisfied occupants. Systems that perform efficiently at part-load (VRF) can mitigate the higher energy consumption of this last option.
Aynur et al. [10] compared a variable air volume (VAV) system and a variable refrigerant flow (VRF) system in terms of energy consumption and thermal comfort for an office building. The VRF system provided high energy savings because of its high part load efficiency while keeping indoor dry-bulb temperature at its design value. As regards the VAV system, there was a trade-off between the energy consumption and the indoor temperature control. It was observed that the indoor temperature could not be maintained properly without the VAV reheat boxes. If the VAV reheat boxes were used, then an energy consumption penalty up to 65.8% was obtained.
Raustad [11] developed the VRF heat pump computer model included with the U.S. Department of Energy's EnergyPlus building energy simulation software [12] . As will be explained in detail in Section 2, this computer model is an equation-fit model based on curves generated from manufacturer's performance data. Raustad indicates in his work that given the operational complexities of VRF systems, the developed model may have shortcomings that require further research such as the performance of the VRF system at partial load.
Sharma and Raustad [13] compared daily energy consumption measured in a U.S. national lab test facility with that predicted by the VRF model implemented in EnergyPlus. They found that measured and predicted data were mostly in good agreement (± 25%) with some discrepancies at low energy consumption.
Hong et al. [14] developed a VRF system model for EnergyPlus with component models based on physics, needing inputs such as the bypass factor of the indoor and outdoor units. They used experimental measurements of 17 typical cooling days and 10 typical heating days for model validation. They also used those measurements to test the accuracy of the Raustad's VRF model (EnergyPlus version 7.2) finding that in terms of the daily energy consumption, the errors of the simulated results were beyond the ± 10% threshold.
Although both VRF models are available in EnergyPlus, the System Curve based Model (VRF-SysCurve) is the most used, maybe because manufacturers do not usually provide data to support the Physics based Model (VRF-FluidTCtrl) updated at EnergyPlus version 8.4.
The VRF-SysCurve model was used to compare the performance of VRF heat pump and rooftop variable air volume (RTU-VAV) systems in 16 different U.S. climate zones [15] . It was found that the annual final energy savings of VRF over the RTU-VAV systems for an office building were in the range of 14% to 39%, being the cooling energy savings less than heating energy savings.
Yu et al. [16] also compared the performance of VRF and VAV systems in office buildings in China. They found that VRF systems consumed up to 70% less cooling energy than VAV systems and explained these savings in terms of the operation of both systems that resulted in fewer working hours for the VRF systems.
Kanni-Sanchez et al. [17] studied the performance of a heat recovery VRF system in an office building in Ontario and concluded that the dimensioning of the outdoor units determines the working part load ratios of the system and therefore its energy consumption.
Kim et al. [18] also used the Raustad's model to study the performance of a VRF system with a dedicated outdoor air system (DOAS) for a small office building. After a proper calibration of the model, it reasonably predicted the performance of the actual system. This calibration implied a modification of the EnergyPlus (version 8.1) source code.
Building Information Modelling (BIM) is a methodology for the creation and management of a building construction project that promotes collaboration between all its agents [19] . Its objective is to centralize all project information in a digital information model ensuring consistency and effectiveness along the building life cycle [20] . The BIM methodology is based on the use of open standards, such as the IFC, which serves as a format for exchanging data between agents, processes and applications.
During the last decade, the BIM methodology has been implemented progressively in different countries, being for some of them a priority objective of its Public Administrations, which have imposed or valued its use in public works, following the recommendation of the European Directive of Public Contracting 2014/24/EU [21] . Among the benefits provided by this methodology is the improvement of the ability to simulate building energy usage and potential carbon emission reductions [22] .
In Spain, a certificate of energy performance is a legal requirement for buildings when they are sold or rented. The Energy Performance Certificate provides details about the energy performance of the building and what can be done to improve it. This certificate has been implemented in most of the Member States in order to drive the market towards NZEB.
The characteristics of the building and the HVAC system should be input data for a dynamic simulation software to check the Building Energy Codes and obtain the Energy Performance Certificate. EnergyPlus [12] is used in many countries for energy performance evaluation and certification of buildings.
The definition of a precise building model in EnergyPlus is a complex task, since you need to know and treat a large number of data in order to accurately reproduce its behaviour. EnergyPlus has been mostly used for research due to the complexity and time requirement. Now it is being introduced into the architectural, engineering and construction (AEC) industry by using appropriate interfaces. The automation of this process is another reason for the adoption of the Open BIM methodology.
The first objective of this work was to develop a more precise model of the VRF HVAC system than the one available in EnergyPlus version 8.9 to better consider the whole information provided by the manufacturer.
This item is of particular interest as there is little information on the number of hours the VRF system works at partial load and how the VRF-SysCurve model of EnergyPlus reproduces the equipment performance for those conditions compared to performance curves provided by the manufacturer. The accuracy of the model when reproducing the performance of the equipment at partial load and different working temperatures plays a major role in the estimation of the building final energy consumption.
The second objective was to study how the VRF system performs in an office building under different climates by implementing the HVAC system design and the energy performance simulation in an Open BIM workflow. One of the main challenges of implementing the BIM methodology in the Spanish AEC industry is to make energy simulation of buildings available to project agents to support their decisions.
Materials and Methods
VRF HVAC systems are typically composed of an outdoor unit (compressor) and several indoor units. The outdoor unit is normally outdoors and is responsible for cooling and heating the refrigerant that is sent through pipes to condition the building. The outdoor unit, normally cooled by air, has a variable speed compressor that provides a variable refrigerant flow and works more efficiently than conventional compressors of similar size. The ventilation air is usually delivered to the building by means of a dedicated outdoor air system (DOAS).
This section includes the description of the proposed method for calculating the performance of a VRF system. The improvement achieved with respect to the one available in EnergyPlus version 8.9 is quantified based on its ability to reproduce the experimental curves provided by the manufacturer.
The VRF HVAC system design and the energy simulation are integrated in an Open BIM workflow as a novel aspect of this work. The performance of a VFR system in an office building is then analysed under different climates by constructing the project with the information provided by specialized BIM applications that communicate with each other using IFC files.
VRF System Model
The design of a building HVAC system implies the knowledge of the performance curves of the commercial equipment that is to be installed. These curves (full-load and part-load capacity and Coefficient of Performance (COP) ratio) can be calculated from the information facilitated by the manufacturers of VRF equipment in the form of tables or graphs. The integration of these curves in software such as EnergyPlus allows us to reproduce the operation of the equipment, evaluate different design options and select the most suitable HVAC system from an energy point of view.
The performance curves determine the operation of the equipment in working conditions different from the nominal ones used for the design. VRF systems have proven to provide considerable energy savings for applications such as office buildings or hotels. One of the reasons is the ability of these systems to work continuously and efficiently at low partial loads, which is a common situation in these applications. Therefore, high efficiency at partial loads is a competitive advantage for manufacturers of VRF systems.
EnergyPlus version 8.9 contains a model of a VRF heat pump system based on its performance data. Only the relevant points of the model equations are explained in this paper, considering an air-to-air heat pump. The complete description of the model can be found in Reference [12] , while the standard curve-fitting methodology for this model is available at [11] .
The EnergyPlus VRF system curve based model calculates, among other results, the electric power consumed by the compressor in the outdoor unit to match the thermal demands of the building zones where the connected indoor units are placed.
The available cooling capacity of the outdoor unit at each time step ( 
CAPFT c,HP considers the effect of the average indoor air wet-bulb temperature (T wb,avg ) and of the outdoor air temperature (T con ). CAPFT c,HP is obtained from manufacturer data by dividing the cooling capacity at the corresponding working temperatures by the nominal cooling capacity. These results can be input to the EnergyPlus model as a table or as a performance curve by fitting them to Equation (2) .
CAPFT c,HP = a 0 + a 1 T wb,avg + a 2 T 2 wb,avg + a 3 T con + a 4 T 2 con + a 5 T wb,avg T con (2) CR c,corr considers the increase in available capacity in case that the combination ratio of indoor units (CR) is larger than 100%. CR is the total cooling capacity of connected indoor units divided by the nominal cooling capacity of the outdoor unit.
This maximum available cooling capacity of the outdoor unit . Q c,HP is compared to the total cooling load to calculate the part-load ratio (PLR) of the compressor (Equation (3)). The total cooling load on the outdoor unit is the total capacity required by the indoor units ( 
EIRFT c considers the effect on the power input of the indoor and outdoor air temperatures. This factor is obtained by dividing the cooling EIR (energy input ratio, this is the inverse of the cooling COP ratio) at each pair of temperatures and at full load by the nominal cooling EIR. Similarly to the cooling capacity, these results can be input to the EnergyPlus model as a table or as a performance curve by fitting them to Equation (5) .
EIRFPLR c (Equation (6)) takes into account the effect of the PLR. This factor is obtained by dividing the power input at nominal temperature conditions and at a given PLR by the nominal power input at full load. Once again, these coefficients can be input to the EnergyPlus model as a table or as a performance curve by fitting them to Equation (6) .
Finally, HPRTF is the heat pump runtime fraction, which is an expression that takes into account the cycling losses of the compressor when it works below its minimum PLR.
The described VRF model allows for differentiating up to two regions in the capacity and EIR working maps, in case they cannot be fitted to a single polynomial. This feature results in an increase of accuracy when using performance curves. This means that both CAPFT and EIRFT can be expressed either with a data table or with two curves. During the simulation, the VRF model will choose which curve to use depending on the temperature conditions.
The equations for heating mode are analogue and allow for considering also the effect of frosting in the outdoor unit.
Manufacturer data of VRF systems usually contain more information than the one that can be considered with the described model parameters. For instance, Figure 1 shows the variation of the cooling COP ratio with respect to the nominal cooling COP ratio (COP c /COP c,nom ) as a function of the outdoor dry-bulb temperature (15- As can be observed according to the present manufacturer data set, the cooling COP ratio varies with the outdoor temperature and the PLR at the same time, especially at the low temperature and low PLR range. However, the EnergyPlus 8.9 VRF system curve based model requires as inputs one set of data for considering the effect of the temperature (EIRFT) and a different one for considering the effect of the PLR (EIRFPLR).
In the case of cooling mode, it is foreseeable that the equipment works with a low PLR when the outdoor temperature is also low. That is why the lack of adjustment shown in Figure 1 in the area of low outdoor temperatures and low PLRs is considered important in accurately forecasting the power consumption of the VRF equipment.
A new methodology for building the EnergyPlus VRF system model performance curves is proposed with the purpose of considering more accurately the whole data set of working points provided by the manufacturer.
The proposed method allows using the existing EnergyPlus VRF system curve based model. It consists in fitting directly the manufacturer power input data to Equation (4), instead of obtaining separately the performance curves in Equations (5) and (6) according to their definition.
In Equation (4), Q , , , COPc,nom ratio and CAPFTc are already determined by the manufacturer capacity data. The coefficient HPRTF equals 1, since there are no cycling losses at the working region studied. Therefore, the unknowns that can be used for fitting the power input data are the coefficients bi and ci of the polynomials in Equations (5) and (6), which results in Equation (7). 
A least squares technique is employed to fit the power input data into Equation (7), in order to obtain the coefficients bi and ci. These coefficients are then used as inputs of the existing EnergyPlus VRF system curve based model, via the performance curves EIRFT and EIRFPLR. As can be observed according to the present manufacturer data set, the cooling COP ratio varies with the outdoor temperature and the PLR at the same time, especially at the low temperature and low PLR range. However, the EnergyPlus 8.9 VRF system curve based model requires as inputs one set of data for considering the effect of the temperature (EIRFT) and a different one for considering the effect of the PLR (EIRFPLR).
In Equation (4), .
Q c,HP,nom , COP c,nom ratio and CAPFT c are already determined by the manufacturer capacity data. The coefficient HPRTF equals 1, since there are no cycling losses at the working region studied.
Therefore, the unknowns that can be used for fitting the power input data are the coefficients b i and c i of the polynomials in Equations (5) and (6), which results in Equation (7). 
A least squares technique is employed to fit the power input data into Equation (7), in order to obtain the coefficients b i and c i . These coefficients are then used as inputs of the existing EnergyPlus VRF system curve based model, via the performance curves EIRFT and EIRFPLR.
This methodology can be extended to use the dual performance curve feature mentioned above, by splitting the power input map into two temperature regions and performing a different fitting for each one. This strategy provides more accurate results.
The methodology explained is analogue for the heating mode. A difference with the cooling mode is that, in the heating mode, the frosting and defrosting in the outdoor unit affects the system performance and must be considered. While the EnergyPlus VRF system model has inputs for defining in detail these processes, manufacturers usually do not provide such specific data. Instead, they usually provide values of integrated or mean heating capacity that include the defrosting periods. In this work, the integrated heating capacity values have been used to build the heating mode performance curves instead of the maximum heating capacity values, with the purpose of reproducing the loss in performance reported by the manufacturer regarding this fact. This methodology can be extended to use the dual performance curve feature mentioned above, by splitting the power input map into two temperature regions and performing a different fitting for each one. This strategy provides more accurate results.
Model Verification
The methodology explained is analogue for the heating mode. A difference with the cooling mode is that, in the heating mode, the frosting and defrosting in the outdoor unit affects the system performance and must be considered. While the EnergyPlus VRF system model has inputs for defining in detail these processes, manufacturers usually do not provide such specific data. Instead, they usually provide values of integrated or mean heating capacity that include the defrosting periods. In this work, the integrated heating capacity values have been used to build the heating mode performance curves instead of the maximum heating capacity values, with the purpose of reproducing the loss in performance reported by the manufacturer regarding this fact. Qualitatively, the data provided by the new model curves is better adjusted to the data provided by the manufacturer than the data obtained with the standard model curves of EnergyPlus version 8.9 for VRF systems. Quantitatively, the RMSE was utilized for the comparison of manufacturer and predicted values. It is given by the following equation:
where N is the number of data of the variable, xj,m is the manufacturer value and xj,sim is the predicted value.
The RMSE for the cooling COP ratio obtained with the standard model curves of EnergyPlus was 0.518, while the RMSE for the cooling COP ratio obtained with the new model was 0.177. This improvement in the prediction of the operation of the VRF system will have greater or lesser effect depending on the cooling demand of the building and therefore on the working conditions (Tout, PLR) of the equipment. Qualitatively, the data provided by the new model curves is better adjusted to the data provided by the manufacturer than the data obtained with the standard model curves of EnergyPlus version 8.9 for VRF systems. Quantitatively, the RMSE was utilized for the comparison of manufacturer and predicted values. It is given by the following equation:
where N is the number of data of the variable, x j,m is the manufacturer value and x j,sim is the predicted value. The RMSE for the cooling COP ratio obtained with the standard model curves of EnergyPlus was 0.518, while the RMSE for the cooling COP ratio obtained with the new model was 0.177. This improvement in the prediction of the operation of the VRF system will have greater or lesser effect depending on the cooling demand of the building and therefore on the working conditions (T out , PLR) of the equipment. Figure 3 compares the variation of the heating COP ratio (COP h /COP h,nom ) obtained from the manufacturer's data with that obtained using the standard model curves of EnergyPlus for VRF systems and the new implemented model curves. The effect of defrosting is included in both cases alike. In this case, the RMSE for the heating COP ratio obtained with the standard model curves of EnergyPlus was 0.226, while the RMSE for the heating COP ratio obtained with the new model curves was 0.018. The divergence of both models with respect to the manufacturer's data is much less than in the case of cooling mode and only seems to affect the high temperature working range. Figure 4 displays the Open BIM workflow. It is based on the use of specific software tools for each of the specialties that collaborate in a building project, which are able to share their results. This communication is done by means of open standard formats such as IFC, so that the data of the project does not depend on any specific software and any software developer can get into the workflow. In this way, the digital building model is developed progressively with the information defined by the team members. All the project information is stored on the BIMserver.center platform, which is a service to manage and share all the files of the project in the cloud [23] .
Open BIM Workflow
This work focuses on the integration of the VRF system design and the building energy simulation into the proposed workflow. This task is divided into three steps: calculation of the thermal loads, sizing and design of the HVAC installation and energy simulation. Starting with a 3D model of the building which describes just its geometry, the information needed to perform each of these steps is provided by means of specialized BIM software tools.
Thanks to the Open BIM technology, the HVAC design workflow can interact with other specialties, such as lighting or acoustics. The data defined once in any program integrated in the workflow is then used in the others. This implies, for instance, that the HVAC system defined in a design and sizing program can become automatically ready for its simulation in EnergyPlus. In this case, the RMSE for the heating COP ratio obtained with the standard model curves of EnergyPlus was 0.226, while the RMSE for the heating COP ratio obtained with the new model curves was 0.018. The divergence of both models with respect to the manufacturer's data is much less than in the case of cooling mode and only seems to affect the high temperature working range. Figure 4 displays the Open BIM workflow. It is based on the use of specific software tools for each of the specialties that collaborate in a building project, which are able to share their results. This communication is done by means of open standard formats such as IFC, so that the data of the project does not depend on any specific software and any software developer can get into the workflow. In this way, the digital building model is developed progressively with the information defined by the team members. All the project information is stored on the BIMserver.center platform, which is a service to manage and share all the files of the project in the cloud [23] . 

Office Building Study
The new methodology was used to analyse the performance of a VFR system in an office building under the climates of two Spanish cities: Madrid (D3) and Barcelona (C2). Each city in Spain is assigned with a climatic zone by the Spanish Building Technical Code (SBTC) [24] according to the severity of its climatic conditions in winter (A -most benign, E -most rigorous) and summer (1 -most benign, 4 -most rigorous). The hourly weather conditions of both cities were displayed on the psychrometric chart ( Figure 5 ). To verify the importance of the performance curves of the VRF systems in the estimation of the energy consumption, a 441 m 2 office building was simulated located in Barcelona and Madrid ( Figure 6 ). This work focuses on the integration of the VRF system design and the building energy simulation into the proposed workflow. This task is divided into three steps: calculation of the thermal loads, sizing and design of the HVAC installation and energy simulation. Starting with a 3D model of the building which describes just its geometry, the information needed to perform each of these steps is provided by means of specialized BIM software tools.
Thanks to the Open BIM technology, the HVAC design workflow can interact with other specialties, such as lighting or acoustics. The data defined once in any program integrated in the workflow is then used in the others. This implies, for instance, that the HVAC system defined in a design and sizing program can become automatically ready for its simulation in EnergyPlus.
The new methodology was used to analyse the performance of a VFR system in an office building under the climates of two Spanish cities: Madrid (D3) and Barcelona (C2). Each city in Spain is assigned with a climatic zone by the Spanish Building Technical Code (SBTC) [24] according to the severity of its climatic conditions in winter (A-most benign, E-most rigorous) and summer (1-most benign, 4-most rigorous). The hourly weather conditions of both cities were displayed on the psychrometric chart ( Figure 5 ). 
The new methodology was used to analyse the performance of a VFR system in an office building under the climates of two Spanish cities: Madrid (D3) and Barcelona (C2). Each city in Spain is assigned with a climatic zone by the Spanish Building Technical Code (SBTC) [24] according to the severity of its climatic conditions in winter (A -most benign, E -most rigorous) and summer (1 -most benign, 4 -most rigorous). The hourly weather conditions of both cities were displayed on the psychrometric chart ( Figure 5 ). To verify the importance of the performance curves of the VRF systems in the estimation of the energy consumption, a 441 m 2 office building was simulated located in Barcelona and Madrid ( Figure 6 ). To verify the importance of the performance curves of the VRF systems in the estimation of the energy consumption, a 441 m 2 office building was simulated located in Barcelona and Madrid ( Figure 6 ). Table 1 indicates the heating and cooling demands of the office building in the cities of Madrid and Barcelona, along with the limits values fixed by the SBTC. The SBTC uses the combined heating and cooling energy demand to ensure compliance with the limitation of the building's energy demand. This combined energy demand is obtained as a weighted sum of the heating and cooling energy demands (Equation (9)).
Combined Demand = Heating Demand + 0.7 Cooling Demand (9) The limit value of the demand is calculated as a percentage of the energy demand of a reference building, obtained from the building to be evaluated, with its same shape, size, orientation, interior zoning, use of each space and constructive solutions typified according to the climatic zone [24] . The internal gains (occupancy, lighting and equipment) were specified according to the SBTC as medium internal load (7.5 W/m 2 ) for 12 h non-residential uses. The ventilation system of the building consists of an outdoor air-handling unit which supplies fresh air at outdoor conditions to the occupied spaces of the building. The ventilation flow rate is set to 0.8 air changes per hour during the occupied hours. While the ventilation system is working, it is assumed that overpressure in the spaces avoids infiltration. Nevertheless, infiltration is considered in the energy simulation when the ventilation system is turned off, this is, during the unoccupied hours.
The application CYPETHERM LOADS, included in the Open BIM workflow was used to calculate the thermal load of the office building. This tool uses the ASHRAE radiant time series method and starts from the office building 3D model previously designed with the BIM software IFC Builder.
The VRF system was designed using the application CYPETHERM HVAC (CYPE Ingenieros The building skin meets the requirements of the SBTC in terms of heating and cooling limitation of the energy demand. Table 1 indicates the U-values for the facade and roof of the office building. A heat transfer coefficient of 2 W/m 2 K and a solar gain factor of 0.75 were set for the windows. Table 1 indicates the heating and cooling demands of the office building in the cities of Madrid and Barcelona, along with the limits values fixed by the SBTC. The SBTC uses the combined heating and cooling energy demand to ensure compliance with the limitation of the building's energy demand. This combined energy demand is obtained as a weighted sum of the heating and cooling energy demands (Equation (9)).
The VRF system was designed using the application CYPETHERM HVAC (CYPE Ingenieros S.A., Alicante, Spain), also integrated in the Open BIM workflow, which received the thermal loads calculated by CYPETHERM LOADS. An outdoor unit (OU) connected to 15 indoor units was selected to meet the energy demand of the building. Table 2 shows the nominal characteristics of this equipment. calculated by CYPETHERM LOADS. An outdoor unit (OU) connected to 15 indoor units was selected to meet the energy demand of the building. Table 2 shows the nominal characteristics of this equipment. The annual energy performance of the office building was calculated with CYPETHERM HE Plus, a BIM user interface for EnergyPlus 8.9 that contains the VRF system model developed in this paper. Thanks to the Open BIM workflow, the VRF system already defined using CYPETHERM HVAC can be directly imported into EnergyPlus.
Results and Discussion
The energy demand of the office building is lower than the limit fixed by the SBTC for the climates of Madrid and Barcelona (Table 1) . The monthly thermal demands of the office building are displayed in Figure 8 . The annual energy performance of the office building was calculated with CYPETHERM HE Plus, a BIM user interface for EnergyPlus 8.9 that contains the VRF system model developed in this paper. Thanks to the Open BIM workflow, the VRF system already defined using CYPETHERM HVAC can be directly imported into EnergyPlus.
The energy demand of the office building is lower than the limit fixed by the SBTC for the climates of Madrid and Barcelona (Table 1) . The monthly thermal demands of the office building are displayed in Figure 8 . Unlike residential buildings in which the thermal load is determined mostly by weather conditions, in commercial buildings the demand for energy is also conditioned by internal loads. As can be seen in Figure 5 and Table 1 Unlike residential buildings in which the thermal load is determined mostly by weather conditions, in commercial buildings the demand for energy is also conditioned by internal loads. As can be seen in Figure 5 and Table 1 Unlike residential buildings in which the thermal load is determined mostly by weather conditions, in commercial buildings the demand for energy is also conditioned by internal loads. As can be seen in Figure 5 and Table 1 Table 3 displays the percentage deviation between the electric energy consumption estimated by the standard EnergyPlus VRF model and the energy consumption estimated by the new model curves. As expected, the consumption increases with the new model curves. In fact, Figure 2 shows that the new model predicts lower cooling COP ratios for moderate outside temperatures (between 15 • C and 25 • C) and part load ratios under 0.5 than the cooling COP ratios predicted by the standard EnergyPlus VRF model curves. They are also more in line with the values provided by the manufacturer. In the case of Barcelona, where the number of hours working in this area increases, the difference in the predicted energy consumption is greater than in Madrid.
The use of VRF systems can significantly reduce energy consumption compared to other HVAC systems. Table 4 shows the annual non-renewable source energy consumption of the VRF system broken down into heating, cooling and lighting for the cities of Madrid and Barcelona. To calculate the values of source energy included in Table 4 , a primary energy factor of 1.954 was considered for electrical energy [25] . In energy classification of buildings, Class A stands for low energy consumption and G stands for high. The SBTC establishes that the energy rating of a commercial building must be equal to or greater than class B. Table 4 contains the CO 2 emissions limits that define class B as a function of the climatic zone. It also shows the total CO 2 emissions (kg CO 2 /m 2 /y) and the building energy performance classification.
It can be seen how energy performance class of the analysed building is A, the maximum in energy classification of buildings. The CO 2 emissions are always lower than the lower limit of the range that defines class B.
For the energy performance of commercial Nearly Zero-Energy Building (NZEB) (offices) the benchmarks proposed by EU [6] The primary energy consumption of the analysed building equipped with a VRF HVAC system ranges between a minimum of 65.8 kWh/(m 2 ·y) for the Mediterranean climate of Barcelona and a maximum of 72.4 kWh/(m 2 ·y) for the Continental climate of Madrid. These values would be within the ranges proposed by EU [6] if measures were implemented that would reduce the demand for lighting (daylight-responsive artificial light control system) or renewable energies were implied that would contribute the differential of 15-30 kWh/(m 2 ·y) in Madrid and 35-45 kWh/(m 2 ·y) in Barcelona (photovoltaic system).
Conclusions
The objectives of this work were to develop a more precise model of the VRF system than the one available in EnergyPlus version 8.9 and to study the operation of this system in an office building under Mediterranean and Continental climates by implementing the building energy simulation in an Open BIM workflow.
The new model curves adjusted better to the data provided by the manufacturer than the data obtained with the standard model curves of EnergyPlus version 8.9 for VRF systems. The RMSE for the cooling COP ratio obtained with the standard model curves of EnergyPlus was 0.518, while the RMSE for the cooling COP ratio obtained with the new model was 0.177.
This improvement in the prediction of the operation of the VRF system had greater effect in the case of Barcelona because the VRF system worked a high percentage of hours at moderate outside temperatures and part load ratios under 0.5. The deviation between the values predicted by the standard EnergyPlus VRF model and the values supplied by the manufacturer was especially significant.
The percentage deviation between the estimation of the electric energy consumption with the standard and the new models was of 6.91% and 1.59% for cooling and heating respectively in the case of Barcelona and of 3.27% and 0.97% respectively in the case of Madrid. As expected, the consumption increases with the new model curves.
The energy performance class of the analysed building was A, the maximum established by the SBTC. The primary energy consumption of the office building equipped with the VRF system was of 65.8 kWh/(m 2 ·y) for the Mediterranean climate of Barcelona and 72.4 kWh/(m 2 ·y) for the Continental climate of Madrid. These values would be within the ranges proposed by EU [6] if the demand for lighting would be reduced or renewable energies would provide the differential of 15-30 kWh/(m 2 ·y) in Madrid and 35-45 kWh/(m 2 ·y) in Barcelona.
Therefore, the simulation of the working conditions of the VRF system and the improvement of the EnergyPlus model to better consider the information provided by the manufacturer has proven to play a major role in the estimation of the building energy consumption.
The integration of the building energy simulation in an Open BIM workflow has also confirmed to be a useful instrument for design evaluation and certification of buildings. The project is constructed progressively with the information provided by specialized BIM applications (thermal loads, HVAC system and energy analysis) that communicate with each other using IFC files.
As mentioned in the introduction section, one of the main challenges of implementing the BIM methodology in the Spanish AEC industry is to make energy simulation of buildings available to project agents to support their decisions.
Once the process of being adopted by the Spanish Public Administrations as a tool for energy efficiency certification of buildings has been overcome, it is necessary to continue working on the improvement of the interface and the HVAC system models that integrate EnergyPlus [26] . Last but not least is the need for training to architects and engineers in university graduate and postgraduate courses. 
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